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RESTRAINT RING

NOTE:
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FOR RESTRAINT OF PVC AND DUCTILE IRON JOINTS ONLY. OTHER
PIPE SHALL BE RESTRAINED PER MANUFACTURER'S RECOMMENDATION
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NOTES:

1. PIPE JOINTS FOR ILLUSTRATION PURPOSES ONLY. LOCATIONS AND NUMBER WILL VARY.

2. DUCTILE IRON PIPE SHALL BE USED FOR ALL CROSSINGS BEGINNING AND ENDING
AT THE TOP OF BANK WITH MINIMUM COVER OF 5" UNLESS OTHERWISE NOTED.

3. SEE DETAIL 16 (THIS SHEET) FOR TYPICAL KEY DETAILS.

4. IF HDPE OR CC FIBERGLASS RPM PIPE IS AWARDED, DUCTILE IRON IS NOT USED

UNDER CREEKS.

TYPICAL CREEK CROSSING 18
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